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Legacy Data Center Design Airflow Issues

• In a legacy Data Center up to 60% of cooling energy is wasted in the 
form of bypass air*

• Airflow is chaotic and unpredictable, thereby causing customers to 
implement supplemental cooling solutions in an attempt to solve short 
term issues.  However it simply adds to the problem.

Most data centers produce significantly more 

cold air then is required by the IT devices

If you don’t control current chaotic cooling practices you will not 
become more efficient!

*According to s comprehensive study performed by Upsite Technologies Inc.




